
1 REVISOR 1346.1500

1346.1500 CHAPTER 15, REFERENCED STANDARDS.

Subpart 1. [Repealed, 39 SR 690]

Subp. 2. Supplemental standards. The standards listed in this part shall supplement
the list of referenced standards in chapter 15 of the 2012 IMC. The standards referenced in
this rule shall be considered part of the requirements of this rule to the extent prescribed in
each rule or reference.

A. ASHRAE 154-2011 Ventilation for Commercial Cooking Operations;

B. ASME BPVC-2007 (Sections I, II, IV, V, VIII & IX) Boiler and Pressure
Vessel Code;

C. ASME B31.3-2008 Process Piping Code;

D. ASTM E1998-02 2014 Standard Guide for Assessing
Depressurization-Induced Backdrafting and Spillage from Vented Combustion Appliances;

E. NFPA 96-2014 Standard for Ventilation Control and Fire Protection of
Commercial Cooking Operations;

F. NFPA 85-2011 Boiler and Combustion Systems Hazards Code;

G. NFPA 45-2011 Standard on Fire Protection for Laboratories Using
Chemicals;

H. NFPA 90B-2012 Standard for the Installation of Warm Air Heating and
Air-Conditioning Systems; and

I. NFPA 54-2012 National Fuel Gas Code.

Statutory Authority: MS s 16B.59; 16B.61; 16B.64; 326B.02; 326B.101; 326B.106;
326B.13

History: 29 SR 299; L 2007 c 140 art 4 s 61; art 13 s 4; 34 SR 537; 36 SR 1479; 39
SR 690
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